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1. Freeze Protection (Choose One):
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b A- Inlet from outdoor unit (IN)
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C- Return from system (IN)

D- Supply to system (OUT)

E- Cold water DHW (IN)

F- Hot water DHW (OUT)

G- Electrical inputs
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A) Antifreeze valves (for both outdoor pipes)

B) 25%- 35% glycol in the system fluid

C) Heated cables (for both outdoor pipes)

2. Air relief valves should be used at the highest point of the system.
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